Guidance
TamilNadu A

Safety Certificate from Tamil Nadu
Electrical Inspectorate (TNEI)

Procedure, List of Supporting Documents and Fees



Table of Contents



1 Procedure

Applicant

Junior Electrical
Inspector (JEI)

E/‘\
o<
o<
1 =
W s
2 &
o}
S a
w n
=
=]
<

Electrical Inspector (EI)

Inspector (Field)

SMS/
Email
SMS, Alert to
Fill online form Emaﬂ Inspector
‘ Alert to EI Provide Respond to the Receive
Upload the required clarification defect report Certificate
supporting to Queries 'y
documents and pay A [
fees
¢ Receive
Submit the reasons
application 'y
SMs/
Email
= Alert
to JEL Scrutinize the
Application,
and
Documents Forward
application
to AEI with
remarks
SMS/
Email
v Alert to .
Scrutinize the AEIL SM‘S/Ema\I
... Application, Al e‘rt to
i and Applicant
Assgned Documents
to -~ Forward
E | application
B0 toELwith
to AEL remarks
SMS
Email
Ifthe application is Alert to EI
Assigned to AEI SMS/Email |
Alert to AET — o
— Any clarifications Is it a approval 1 Drawing
Yes required? case?
Scru e the Raise . Review
No—  Application, Yes—] A 7 File e
Should the and Documents
application be
assigned to JEI/ N
AEI? °
SMS/Email Alert to i
Applicant regarding R
ecord reason
inspection and officer No N
i i and Reject SMS/Email
Allot inspection Inspection can be conducted Alert to
Date and officer by EI or assigned to AEI/JEI Applicant
SMS/ Review and
Email forward with <
Alert to SMs/ remarks
concerne Bg Email
d officer Alert to
Applicant SMS/Email
G t Alert to EI
Conduct Sn;zem €
inspection vesl Shis o
Report

Any defects?




SMS/

Email
Alert to
Fill online form Inspector
- Provide Respond to the Receive
c clarification [ defect report Certificate
S to Queries A
= Upload the required A 4
aQ supporting
< docume;ns and Pay Receive
ees reasons
A
Submit the
application
v
_ SMs/
3 g Scrutinize the Email
=] Application, Alert to
o % and Documents Draftsma
wa n
T
i SMs/
52 Email
B 2
8 e Alert to SMS./
2 o JEI Email
w3 Alert to
S0
S a Scrutinize the FSFRERE Applicant
(=) »  Application, and
2z b insad
-3 — Documents L» taopﬁhscla:;?tn
remarks
SMS
= A Email
Y = Alert to
= m AEL
D < Scrutinize the
L~ Application,
w5 ) and
€0 Documents
83 Forward
0 o application
mE to EI with
< remarks
= SMs/
e
— w Email 4
© — .
O Alert to EI Review
£ 8 application and
O UK forward to SEI
O Oy with remarks
[T |«
: \
—
Lo
= Assigned SMS/ i
&} = o B Email
= % assigned Alert Review
s i to SEL  application and
25 forward to CEIG
W with remarks
5 g Assigfed to
S 2 sh
wn E
SMSs/
Emall SMS/Ei |
Alert to mal
CEIG Any clarifications " Alert to
required? Applicant Bioan
Scrutinize the . paa Y
No—  Application, and Yes—P Rals'sot':):ery Is it a approval Dsr'g‘;'”e:g
Documents case?
Should the Review
application be > Fil Approve
assigned to I
other officials? No- Y No
A4
Inspection can be Record re'ason
SMs/ conducted by CEIG or and Reject SMS/Email
Email Allot inspection  allotted to Divisional Alert to
Alertto | Date and officer E'ectrical Inspector/SEIG/ Applicant
Applicant AEI/JET
v
SMs/ Review and
Email v forward with
— Alert to SMs/ remarks
% concerne Email
s d officer plert to SMs/Email
= Applicant Alert to
9 Any defects?
5] Generate CEIG
) Conduct Def
2 inspection Ye cliset
2 Report
SMS/Email
Alert to
CEIG

*In Coimbatore region, the application will be forwarded from AEI to SEI, authority EI will not be involved
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2 Checklist of supporting documents

1 Letter requesting for inspection and issue of Safety Certificate (on Applicant’s Letter Head)

2 Contractor's work completion report as per IS 732: 1989

3 Manufacturer’s Test certificates of E.H.V / H.V Transformer / Generator/ Motor/ Switchgear/
cable / equipment, if applicable

4

Invoice of H.T. cable if applicable

> Copy of appointment order of Supervisory Competency Certificate (SCC) holder

6 Copy of consent letter from SCC holder

Item-wise compliance report as stipulated in the drawing scrutiny report, if any

8 Load sanction letter from TANGEDCO, if not provided during the drawing approval stage

9 Document (if any) raised in the drawing scrutiny report.

3 Fees
Rate (Rs.) for

Equipment inspection under
Regulation 43

1 EHV/HV Transformers

(i) Upto 10,000 KVA 5000

(ii) Above > 10,000 KVA 10000
2 HV/HV Transformers

(i) Upto 3000 KVA 2500

(ii) 3000 KVA - 5000 KVA 3000

(iii) Above 5000 KVA 3500
3 HV/MV Transformers

(i) Upto 500 KVA 750

(i) 500 KVA - 1000 KVA 1000

(i) Above 1000 KVA 1500
4 HV Equipment

(i) Upto 500 KVA 750

(ii) Above 500 KVA 1000
5 HV Generators

(i) Upto 5000 KVA 5000

(ii) Above 5000 KVA 10000
6 MV Generators

(i) Upto 25 KVA 500

(ii)25 to 100 KVA 750

(iii)100 to 500 KVA 1500

(iv) Above 500 KVA 2500
7 HV Switch Boards

(i) Upto 5 Panels 1000

(ii)Above 5 Panels 2000
8 MV Switch Boards/Rising Mains

(i) 250-1000 A 500

(ii) Above 1000A 1000
9 MV Equipment

(i) Upto 5 KVA 60

(ii) 5 to 25 KVA 120

(iii) 25- 50 KVA 200




Rate (Rs.) for

Equipment inspection under
Regulation 43

(iv) 50 to 250 KVA 300

(v) 250-500 KVA 500

(vi) Above 500 KVA 750
10 Others

(i) X- Ray 250

(ii) Neon Sign Lamp 250

(iii) Single phase and Lighting loads As per (9)

(iv) Minimum Inspection Fee 1000

(v) Re-Inspection Fee 50% of the total Amount
11 MSB (Inclusive of Generators and Exclusive of

Transformers)

Above 15 m and Upto 24 m

5000

Above 24 m

10000
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